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mercury-containing fluorescent lamps and switches and ozone-depleting substance-containing 
appliances may also be present within the units in all housing areas except for Waikulu - 
Mokapu Court and Kaluapuni.  Since these building materials are not regulated under CERCLA, 
no ECP category is assigned to these materials.  However, these materials require proper 
handling and disposal during demolition and renovations, and they are addressed in this EBS 
for disclosure purposes. 

Lead-Based Paint (LBP). The LBP survey of the neighborhoods completed in 2006 has 
identified the presence of LBP in houses in the Heleloa Hilltop, Kapoho Hillside, Waikulu (NCO 
Row, Manning Court, Rainbow), Ulupau, Camp Smith, and Manana housing areas.  Lead is also 
considered a finding for Pa Honua housing area.  Since LBP hazards are not regulated under 
CERCLA, no ECP category is assigned to LBP hazards; however, they are addressed in this 
EBS for disclosure purposes. 

Pesticides/Herbicides. According to housing management, pesticides/herbicides have been 
legally applied to the interior of the homes at MCBH housing areas.  Chlordane was used as an 
insecticide and may have been applied to attic spaces. This is a finding of concern requiring 
notification for the Class II (improvements) constructed prior to 1979 (Heleloa Hilltop, Kapoho 
Hillside, Waikulu [NCO Row, Manning Court, Rainbow], Ulupau, Camp Smith, and Manana). 

Polychlorinated Biphenyls (PCBs). Fluorescent light ballasts that contain PCBs may be present 
within the housing units constructed prior to the ban on manufacturing in 1979 (Heleloa Hilltop, 
Kapoho Hillside, Waikulu [NCO Row, Manning Court, Rainbow], Ulupau, Camp Smith, and 
Manana). Since this building material is not regulated under CERCLA, no ECP category is 
assigned to this material.  However, PCB containing light ballasts require proper handling and 
disposal during demolition and renovations, and they are addressed in this EBS for disclosure 
purposes. 

Radon. Recent radon screening of 40 units in the Waikulu - Rainbow sub-neighborhood 
indicated radon levels below 4 picocuries per liter (pCi/L) with the exception of one housing unit 
(unit 2530A). Mitigation measures have been recommended by Oak Ridge National Laboratory 
(ORNL) for unit 2530A. In addition, ORNL has recommended further testing be conducted for 
the remaining 265 units in the Waikulu - Rainbow sub-neighborhood.  

Recent radon screening of six of the eight units in the Waikulu - NCO Row sub-neighborhood 
indicated radon levels below 4 pCi/L. Further testing of the remaining two units (403A and 404A) 
in the NCO Row sub-neighborhood is recommended  

Radon levels in the FY97 portion of the Pa Honua neighborhood housing areas readings were 
lower than EPA’s action level of 4 pCi/L, however, they were higher than all other housing areas 
tested. Based on an evaluation of the radon results and geological considerations, further 
testing is recommended by ORNL for the 28 remaining housing units in the FY97 portion of the 
Pa Honua neighborhood. 

Radon screening of the Hana Like, Waikulu - Mokapu Court, and Kaluapuni neighborhoods has 
not been performed. Radon assessment will need to follow the procedures outlined in the 
Radon Management Plan.  

Stormwater. Three Waikulu - Rainbow housing units (2503, 2524, 2572), two Hawaii Loa 
housing units (6280, 6372), and one Nani Ulupau housing unit (2686) have been impacted by 
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